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PREFACE

This report is prepared under guidance contained in the Recommended
Guidelines for Safety Inspection of Dams, for Phase I Investigations.
Copies of these guidelines may be obtained from the Office of Chief of
Engineers, Washington, D.C. 20314. The purpose of a Phase I investi-
gation is to identify expeditiously those dams which may pose hazards
to human life or property. The assessment of the general condition of
the dam is based upon available data and visual inspections. Detailed
investigation, and analyses involving topographic mapping, subsurface
investigations, testing, and detailed computational evaluations are
beyond the scope of a Phase I investigation; however, the investiga-
tion is intended to identify any need for such studies.

In reviewing this report, it Rhould be realized that the reported con-
dition of the dam is based on observations of field conditions at the
time of inspection along with data available to the inspection team.
In cases where the reservoir was lowered or drained prior to
inspection, such action, while improving the stability and safety of
the dam, removes the normal load on the structure and may obscure cer-
tain conditions which might otherwise be detectable if inspected under
the normal operating environment of the structure.

It is important to note that the condition of a dam depends on
numerous and constantly changing internal and external conditions, and
is evolutionary in nature. It would be incorrect to assume that the
present condition of the dam will continue to represent the condition
of the dam at some point in the future. Only through frequent inspec-
tions can unsafe conditions be detected and only through continued
care and maintenance can these conditions be prevented or corrected.

Phase I inspectiona are not intended to provide detailed hydrologic
and hydraulic analyses. In accordance with the established
Guidelines, the spillway design flood is based on the estimated
"Probable Maximum Flood" for the region (greatest reasonably possible
storm runoff), or fractions thereof. The spillway design flood provi-
des a measure of relative spillway capac•ty and serves as an aid in
detemining .the need for more detailed hydrologic and hydraulic
studies, considering the size of the dam, its general condition and
the downstream damage potential.
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PHASE I REPORT
NATIONAL DAM INSPECTION REPORT I

NAME OF DAM Patsy's Lake Dam *1
STATE LOCATED Pennsylvania
COUNTY LOCATED Fayette
STREAM Tributary to Saltlick Run
DATES OF INSPECTION November 6, 1980 and May 12, 1981COORDINATES Lat: 390 57' Long: 790 48.5'

S~I
ASSESSMENT

The assessment of Patsy's Lake Dam is based upon visual observations

made at the time of inspection, hydraulic and hydrologic computations
and past operational performance.

The Patsy's Lake Dam appears to be in poor condition. entire
downstream slope of the dam is heavily vegetated. A po, on of the
downstream slope had been cleared, as observed during ti Aay 12, 1981
inspection. The brush and small trees are being cut by ,e. owner in
an uncontrolled manner.

T potential for erosion of the downstream slope of the dam exists.
Potential erosion exists due to occassional pumping of reservoir water
to supply water to a coal cleaning plant located near the dam. The
water supply line has broken in the past, causing significant erosion
to the downstream slope. The location of the pumping facilities is
considered a deficiency. The pump and line should be relocated to an
acceptable location.

(.>A wet area was observed near the left abutment of the dam. It
appeared as though the wet area was due to surface runoff from the
left abutment. Water should be diverted away from the left abutment,and the wet monitored.

Dense vegetation exists in the spillway discharge channel. The dense
vegetation could retard flow in the channel. The channel should be
better defined, and erosion protection provi d to protect the
downstream slope of the embankment from erL on due to spillway
discharges.

The Patsy's Lake Dam is a high hazard-small size dam. The recommended
Spillway Design Flood (SDF) for a dam of this size and classification,
is in the range of 1/2 PMF to PMF. Based on the downstream potential
for loss of life, the spillway design flood has been selected as the
PMF. The spillway and reservoir are capable of controlling approxima-
tely 12% of the PMF, without overtopping the embankment low spot.
Based on criteria established by the Corps of Engineers, the spillway
is termed seriously inadequate. Patsy's Lake Dam is classified as an
unsafe, non-emergency structure.

iii1. ..... + I + | + + + ],+!++ t: + •+ +++



PATSY'S LAKE DAM
PA 565

The following recommendations and remedial measures should be ins ti-
tuted immediately.

1. A detailed hydrologic and hydraulic analysis should be conr-
ducted by a registered professional engineer knowledgeable in dam

deinand analysis to increase the spillway capacity. The detailed
hydraulic analysis should include an analysis of the spillway
discharge channel. The spillway discharge channel should be well
defined, free of vegetation, and provided with sufficient erosion
control measures to prevent erosion of the embankment and downstream
toe of the dam.

2. The facilities located on the crest of the dam to supply
water to the coal cleaning plant, located downstream of the dam,
should be abandoned. If the practice of drawing water from the reser-
voir is continued, facilities should be provided in a location where
potential breaks in the line do not allow erosion of the earthen
embankment of the dam.

3. Surface runoff from the lfift abutment should be diverted away
from the toe of the damn. Once the runoff is diverted, the area should

be monitored. If the wet condition continues in the area, the conr-
dition should be evaluated by a registered professional engineer.I 4. No drainline exists for the reservoir. Some means should be
developed by the owner to drain the reservoir.

5. The top cf dam should be filled to an elevation consistent
with the entire crest.

6. The brush and small trees, located on the downstream slope of
the dam,, should be removed in a controlled manner, under the direction
of a registered professional engineer knowledgeable in dam design and

7. A warning system should be developed to warn downstream resi-
dents of iminent failure of the dam.

8. A regularly scheduled operations and maintenance program
should be planned and implemented at thet dam.

9. A safety inspection program should be implemented with

inspections at regular intervals by qualified personnel. '
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SUBMITTED BY: 1. ROBERT KIMBALL & ASSOCIATES
CONSULTING ENGINEERS AND ARCHITECTS

Date R. Jeffrey Kimball, P.E.

"APPROVED BY:

Date J ES W. PECK
olonel, Corps of Engineers
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PHASE I
NATIONAL DAM INSPECTION PROGRAM

PATSY'S LAKE DAM
NDI. I.D. NO. PA 565
DER I.D. NO. 26-5

SECTION 1
PROJECT INFORMATION

1.1 General.

a. Authority. The National Dam Inspection Act, Public Law
92-367, authorized the Secretary of the Army, through the Corps of

Engineers, to initiate a program of inspection of dams throughout the
[ United States.

b. Purpose. The purpose of the inspection is to determine if

the dam constitutes a hazard to human life or property.

1.2 Description of Project.

a. Dam and Appurtenances. The Patsy's Lake Dam is an earthfill
dam, 470 feet long and 34 feet high. The crest width of the dam is 15
feet. The upstream slope is 4H:1V (below the waterline) to 1H:1V on
the visible portion of the upstream slope. The downstream slope of
the dam is 1.75H:IV, and densely vegetated. An earthen roadway exists
along the entire length of the crest. A small diameter plastic pipe
exists through the embankment, just beneath the crest of the dam. The
plastic pipe contains a hose which is used to supply water to a coal
cleaning operation located near the village of Searights. Water is
pumped from the reservoir on an as-needed basis. When water is
required at the cleaning operation, a pump is placed on the upstream
slope of the dam.

The spillway for the dam is located at the right abutment. The I
spillway consists of three 18" diameter pipes. Two of the pipes are
steel and the third pipe is reinforced concrete. The pipes are
covered with earthfill. The upstream and downstream face of theI
embankment is protected with a dry masonry wall. Discharges from the
spillway flow through a channel along the right abutment.

b. Location. The dam is located on a tributary to Saltlick Run,
approximately 2,000 feet northeast of the Village of Searights,
Menallen Township, Fayette County, Petnsylvania. The Patsy's Lake Dam H
can be located on the New Salem, U.S.G.S. 7.5 minute quadrangle.

c. Size Classification. The Patsy's Lake Dam is a small size
dam (34 feet high, 117 acre-feet).
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d. Hazard Classification. The Patsy's Lake Dam is a high hazard
dam. Downstream conditions indicate that the loss of more than a few
lives and property damage is probable should the structure fail.
Several homes are located immediately downstream and beyond the toe of
the dam.

e. Ownership. The Patsy's Lake Dam is owned by Mr. Pasquale
Carbonara. Correspondence should be addressed to:

Mr. Pasquale Carbonara
R.D. #6 Box 380
Uniontown, Pennsylvania 15401
412/245-8257

f. Purpose of Dam. The dam is utilized for recreational
purposes. The owner operates a pay fishing lake.

g. Design and Construction History. No design or construction
history was available for review for this dam. The owner reported
that the dam was built in the late 1800's. It was also reported by
the owner that the dam was originally owned by the Republic Colleries
Company. No other information is available relative to the dam.

h. Normal Operating Procedures. No operations are conducted at
the dam.

1.3 Pertinent Data.

a. Drainage Area. 0.22 square mile

b. Discharge at Dam Site (cfs).

Maximum known flood at dam site Unknown
Spillway capacity at top of dam 40 cfs

c. Elevation (M.S.L.) (feet). - Field survey based on an assumed
spillway crest elevation, 1090 feet, interpolated from U.S.G.S.
quadrangle (Sheet E-I).

Top of dam - low point 1092.6
Top of dam - design height Unknown
Pool at time of inspection 1088.6
Spillway crest (upstream invert 18" pipes) 1090.0

Maximum pool - design surcharge Unknown
Normal pool 1090.0
Streambed at centerline of dam Unknown

Maximum tailwater Unknown
Toe of dam 1058.5

2



d. Reservoir (feet).

Length of maximum pool 1400
Length of normal pool 1300

e. Storage (acre-feet).

Normal pool (spillway crest) 92

Top of dam 117

f. Reservoir Surface (acres).

Top of dam 10
Normal pool 9.2
Spillway crest (3 18" diameter pipes) 9.2

g. Dam.

Type Earthfill j
Length (excluding spillway) 470 feet
Height 34 feet
Top width 15 feet
Side slopes - upstream 1H:1V to 4H:1lq

- downstream 1.75H: IV
Zoning Unknown
Impervious core Unknown
Cutoff Unknown
Grout curtain

Sh. Reservoir Drain. (none)

Note: Facilities exist at the dam which provide the capability
to pump water from the reservoir. The pumping facilities are not
owned by the owner. Pumping occurs on an unscheduled, as-needed basis
as determined by requirements of a coal cleaning plant located
downstream of the dam. The pump does not remain at the dam on a con-
tinuing basis.

i. Spillway.

Type (3) 18" diameter pipes
(2 steel, 1 rein-

forced concrete)
Length (approximate) 20 feet
Crest elevation (assumed) 1090.0
Upstream channel Lake
Downstream channel Tributary to

Saltlick Run

3



SECTION 2

ENGINEERING DATA

2.,1 Design. No information was available from the Commonwealth of
Pennsylvania, Department of Environmental Resources. The owner
supplied a drawing to the inspection team, but only limited infor-
mation was available on the drawing, and the quality of the drawing
was unsuitable 4or supplying reproductions for this report.

2.2 Construction. No information exists regarding the construction
of the dam,

2.3 Oprav.ion. No operations are conducted at the dam except occa-
sional pumping described in paragraph 1.2a of Section 1.

2.4 Evaluationj

a. Availability. No engineering data were available for the dam.
The owner of the dam, Mr. Pasquell Carbonaera, was iuterviewed to I
obtain data relative to the dam. A plan view of the dam was supplied
to the inspection team by the owner, but no pertinent information
was obtained from the plan.

•. b. Adequacy. This Phaae I Report is based on the visual inspec-

tion and hydrologic and hydrulic analysis. Sufficient information
exists to coaplete a Phase I Report i

I4
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_ _CIO 32VISUAL INSPECTION

3.1 Findings.

a. General. The onsite inspection of Patsy's Lake Dam was conr-
ducted by personnel of L. Robert Kimball and Associates, accompanied
by Mr. Chuck Woodward (Department of Environmental Resources), on
November 6, 1980 and May 12, 1981. The inspection consisted of:

1. *Visual inspection of the retaining structure, abutments and
toe.

2. Examination of the spillway facilities, exposed portion of
any outlet works and other appurtenant works.

3.Observations affecting the runoff potential of the drainage

4. Evaluation of the downstream area hazard potential.

b. Dam. The dam appears to be in poor condition. Maintenance
is considered fair.* From a brief survey conducted during the
inspection, it was noted that a low spot exists on the embankment
crest, approximately 250 feet from the left abutment. A major erosion
area was observed on the downstream slope of the dam, at the location
of the plastic pipe, which exists through the embankment. The erooion
was due to a break in the waterline, which is used to pump reservoir
water to a coal cleaning plant, located downstream of the dam. It was
noted during the May 12, 1981 inspection that the erosion area had
been filled. It was reported by the owner that the erosion area was
repaired by employees of the cleaning plant.

The entire downstream slope of the dam was observed to be heavily
vegetated. Brush and small trees exist along the entire length of the ~
dam, on the slope. During the May 12, 1981 inspection, it was
observed that a portion of the downstream slope had 'men partially
cleared of brush and small trees, adjacent to the right abutment.I

A wet area was observed on the downstream slope of the dam, near
the left abutment contact.* The wet area appeared to be due to surface
runoff from the left abutment.* No change was observed in the area
during the May 12, 1981 inspection from that which existed during the
November 6, 1980 inspection.

c. Appurtenant Structures. The spillway for the dam is locatedI at the right abutment of the structure. Three 18" diameter pipes
serve as the spillway for the dam. Two of the pipes are steel, and
the third pipe is reinforced concrete.* The upstream inverts of the
pipe were within several inches of having equal elevations.* The pipes

5



exist in an area which was once utilized as a concrete channel

spillway* Portions of the concrete approach wingwal is and concrete
channel walls were visible. it was reported by the owner that the
concrete spillway was filled to supply access across the dam. Three
pipes were placed in the channel prior to placement of the earthf ill.
Dry masonry walls were placed on the upstream and downstream face of
the fill.

The water level in the reservoir was observed to be at elevation
1088.6, as determined by a survey conducted during the inspection.

Inflow to the reservoir is normally discharged through the three 18"

earth cut channel, which exists along the right abutment. The
spillway discharge channel was heavily vegetated. The vegetation
restricts discharges in the channel. It was also observed that the
location of the discharge channel was such that flow through the
channel has the potential to erode the downstream toe of the dam.

d. Reservoir Area. The wAtershed for the dam is formed almost
entirely by open fields. The rew~rvoir slopes are moderate and do not
appear to be suscept ible to lAud,.t~ides which would affect the storage .
volume of the reservoir or cauze overtopping of the dam by displacing

a. Downstream Channel. The downstream channel for the Patsy's
Lake Dam consists of a tributary to Saltlick Run. Several homes are
located immediately beyond the downstream toe of the dam, across a
township roadway. The village of Searights is located approximately
2000 fect downstream of the dam. The population of the several homes,
located beyond the toe, is estimated at 6 to 10 people.

3.*2 Evaluation. In general, the dam and appurtenant structures
appear to be in poor condition. One major erosion area was observed

to have been repaired, as noted during the May 12, 1981 inspection.
The downstream slope of the dam was heavily vegetated. A portion of
the downstream slope had been partially cleared, as noted during the
May 12, 1981 inspection. The remaining brush and small trees should
be cleared from the slopes in a controlled manner. It was reported by
the owner that the cutting of brush and trees on the downstream slope
was being performed at the owner's discretion.

The wet area observed near the left abutment contact appears to
be due to surface runoff from the left abutment.* The surface runoff
should be diverted away from the toe of the dam. The dense vegetation
in the discharge channel should be removed, so as not to restrict
discharges in the channel. Erosion control measures should be uti-
lized in the channel to prevent erosion of the downs tream toe.
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No drainline exists for the reservoir. Facilities exist at the

dam to allow pumpLng of water from the resrvoir on an unschadulad,

au-needed basis. The puMp is not at the dam on a continuing basis

" (See note; Section 1.3.h).
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SECTION 4 '
OPERATIONAL PROCEDURES

4,1 Procedures. Procedures at the reservoir consist of occasional
pumping of water from the reservoir to a coal cleaning plant located
near the village of Searights. The pumping of reservoir water is cor-
ducted by employees of the cleaning plant. No other procedures are
conducted at the damn.

4.2 Maintenance of the Dam. No planned maintenance schedule exists
for the dam. Maintenance of the dam is performed by the owner on an
unscheduled, as-needed basis. Small trees and brush exist on the
downstream slope. It was observed during the May 12, 1981 inspection
that a portion of the downstream slope near the right abutment had
been partially cleared of vegetation. The remaining brush and small
trees should be removed from the slope in a controlled manner.

4.3 Maintenance of Operating Facilities. The pumping facilities uti-
lized by the operators of a coal cleaning plant, located downstream of
the damn, are operated on an unscheduled, as-needed basis.* Maintenance
of the puming facilities are completed by the employees of the
cleaning plant. No other operating facilities exist at the dam.

4.4 Warning System in Effect. There is no warning system in effect
to warn downstream residents of imminent failure of the dam.

4.5 Evaluation. Maintenance of the dam is considered fair. It was

noted during the May 12, 1981 inspection, that the brush and smallI
trees were removed from the downstream slope. Erosion noted during
the November 6, 1980 inspection was reportedly repaired by employees
of the coal cleaning plant, located downstream of the dam., The repair
of the erosion area was requested by the owner.

Dense vegetation exists in the spillway discharge channel. The
brush and small trees in the channel should be removed to allow for
unrestricted flov in the channel. A potential for erosion of the
downstream toe of the dam exists.

An emergency action plan should be available for every dam in
the high and significant category. Such plans should outline actions
to he taken by the o~perator to minimize downstream effects of an
emergency, and should include an effective warning system. No
emergency action plan has been developed.

8
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SECTION 5
HYDRAULICS AND HYDROLOGY

5.1 Evaluation of Features.

a. Design Data. No hydrologic or hydraulic design data exist.

b. Experience Data. No rainfall, runoff or reservoir level data
were available. It was reported by the owner that the damn had been
overtopped during a past storm., No date was associated with the past

c. Visual Observations. The spillway for the dam consists of
three 18" diameter pipes. Two of the pipes were steel and the third
pipe was reinforced concrete. No trash rack was provided at the inlet
to the pipes. Brush and debris could potentially clog the pipes. The
discharge channel was densely vegetated. The vegetation restricts
flow in the channel. Flow through the channel could potentially erode
the toe of the dam. The low spot on the embankment crest exists
approximately 250 feet from the l.ef~t abutment.

d. Overtopping Potential. Overtopping potential was investi-
gated through the development of the probable maximum flood (PMF) for
the watershed and the subsequent routing of the PMF and fractions of

the PMP through the reservoir and spillway.

The Corps of Engineers, Baltimore District, has directed that theI
HEC-1 Dam Safety Version systemized computer program be utilized. The
program was prepared by the Hydrologic Engineering Center (HEC), U.S.
Army Corps of Engineers, Davis, California, July 1978. The major
methodologies or key input data for this program are discussed briefly
in Appendix D.

5.2 Evalation Assumtions. To complete the hydraulic and hydrologic
analysis for this structure, it was necessary to make the following
assumptions.

1. The pool elevation in the reservoir, prior to the storm, was
assumed to be at the spillway crest elevation, 1090.0.

2. The top of dam was considered to be the low spot elevation,
1092.6.

5.3 Summary of Overtopping Analysis. Complete sumary sheets for the
computer output are presented in Appendix D.

Peak inflow (PM?) 950 cfs
Spillway capacity 40 cfs

9



a. Spillway Adequacy Rating. The Spillway Design FlJood (SDF)
is based on the hazard and size classification of the damn. The recoin-
%eanded spillway design flood for e damn of this size and
Classification is in the range of 1/2 PMF to P141. Based on the
potential for loss of life and property damage, the spillway design
flood has been selected as the P141. Based on the following definition
provided by the Corps of Engineers, the spillway is rated as seriously
inadequate as a result of our hydrologic analysis.

t Seriously inadequate - All high hazard dams which do not pass
at least 50% of the Spillway Design Flood (P141), and whereI failure of the dam significantly increases the downstream
hazard to loss of life from that which existed just prior
to overtopping failure of the dam.1.. The spillway and reservoir are capable of controlling approximna-

tely 12% of the P141 without overtopping the embankment.I5.4 Sumary of Damn Breach Analysis. As the subject dam cannot satis-
factorily pass at least 50% of the PMI (based on our analysis), it wasj necessary to perform the dam breach analysis and downstream routing of
the flood wave. This analysis determined the degree of increased
flooding due to damn failure. A pool elevation of 1092.9, which repre-
senta 0.30 foot of overtopping, was considered sufficient to cause

failure of the damn due to overtopping.

The results of the darn breach analysis indicate that the
downstream potential for loss of life and property damage is signifi-
cantly increased by damn failure from that which existed Just prior to

could have a devastating effect on the population downstream of the
dam. Therefore, the spillway is rated as seriously inadequate.
Details of the downstream routing of the flood wave are included in

Appendix D.,

10



SECTION 6

STRUCTURAL STABILITY

6.1 Evaluation of Structural Stability.

a. Visual Observations. A major erosion area was observed
during the November 6, 1980 inspection. The erosion area was observed
near the location of the plastic pipe which exists through the
embankment.* The erosion was due to a break in the waterline, which
supplies water to a cleaning plant downstream of the dam. During the
May 12, 1981 inspection, the erosion area had been filled. No details
were available relative to the placement of the material. The
downstream slope of the dam is relatively steep (1.75H01V). Dense
vegetation exists on the downstream slope of the dam. It was noted
during the May 12, 1981 inspection that a portion of the downstream
slope, adjacent to the right abutment, had been cleared by the owner.
No seepage was observed during either the November 6, 1980 inspection
or the May 12, 1981 inspection. A wet area was observed near the left
abutment of the dam, but the wet area was apparently due to surface
runoff from the left abutment. No change in the wet area was observed
during the May 12, 1981 inspection from that which was observed
during the November 6, 1980 inspection.

The embankment slopes are oversteepened (lii: V and 1.7511: V).
Al1though no signs of instability was noted, the embankment stability is
uncertain*

Dense vegetation was observed in the spillway discharge channel.
The vegetation has the potential to retard flow in the channel.* The
discharge channel is located such that flow through the channel could
potentially erode the downstream toe of the dam. Erosion of the toe
could lead to failure of the dam.

A plastic pipe exists through the embankment, just beneath the
crest, and contains a waterline which serves to supply water to a coal
cleaning plant located downstream of the dam. A past break in the
line had eroded a significant portion of the downstream slope near the
crest. The potential for future breaks in the line could lead to
erosion of the slope, and potential failure of the structure.

b. Design and Construction Data. No information relative to the
design and construction of the dam was available for review. It was
reported by the owner that the dam was built in the late 1800's. A
water supply line existed through the embankment.* The waterline was
not being used at the time the owner obtained the property. It was
reported by the owner that the waterline through the embankment had
been plugged with concrete. No stability analysis are on record or
known to exist for the structure.j



c. operating Records,* No operating records exist for the dam.

4. Post Construction Change. *It was reported by the owner that
the original spillvay, located at the right abutment of the dam, was
filled to allow access across the dam. The original spillway con-
sisted of a concrete channel. Prior to filling the original spillway, I
the owner placed three 18" diameter pipes along the channel, and
covered the channel with earthfill. Dry masonry headvalls were
constructed along the upstream and downstream face of the fill. No
other known post construction changes were reported as having occurred
at the structure,

e. Evaluation. No obvious deficiencies were observed during the
inspection which ware considered as having an immediate effect on the
static stability of the dam. Therefore, the dam is assumed to be safe
for static loading conditions.

It should be noted that mining may have occurred beneath the dam,
and the owner should be aware of possible subsidence in the area of
the dar and the potential effects relative to the ongoing stability of
the structure.

a. Seismic Stability. The dan is located in seismic zone 1. No
known seismic stability analyses have been performed. Normally, it can
be considered that if a dan in this zone is stable under static
loading conditions, it can be assumed safe for any expected earthquake
loading. The dam is assumed safe for earthquake loading.

12
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SECTION 7 ]
ASSESSMENT AND RECOMMENDATIONS /REMEDtAL MEASURES

7.1 Dam Assessment.

a. Safety. The dam appears to be in poor condition.
Maintenance is considered fair. A major erosion area was observed
during the November 6, 1980 inspection. The erosion area was observed
approximately 300 feet from the left abutment. It was noted duringthe May 12, 1981 inspection that the erosion area had been repaired.

The top of dam low spot was determined to be located approxima-
tely 250 feet from the left abutment.

The downstream slope of the dam was observed to be excessively
steep and heavily vegetated. A portion of the brush and small trees
had been removed, as observed during the May 12, 1981 inspection. The
removal of the brush and small trees is being conducted by the owner
on an uncontrolled basis. A wet area was observed near the left abut-
ment of the dam, but the wet area was apparently due to surface runoff
from the left abutment.

The spillway discharge channel is densely vegetated. Vegetation I
in the channel could potentially retard flow In the channel. The wet
area observed on the downstream slope, near the left abutment contact
was apparently due to surface runoff from the left abutment. Surface
runoff from the left abutment should be diverted away from the
downstream slope and toe of the dam. The Patsy's Lake Dam is a high
hazard-small size dam. The recommended Spillway Design Flood (SDF)
for a dam of this size and classification is in the range of 1/2 PMF
to PMF. Based on the height of the dam, and downstream potential for
loss of life, the spillway design flood has been selected as the PXF.

The visual observations, review of available data, hydraulic and
Shydrologic calculations, and past operational performance indicate
that the Patsy's Lake Dam is capable of controlling approximately 12%I of the PMF. The spillway is termed seriously inadequate due to signi-
ficantly increased flow downstream of the dam, due to dam failure.
The momentum associated with the flow during a dam failure would causesignificant damage to downstream houses and the probable lose of life.
soThe flow caused by a dam failure is significantly increased from that

which would exist just prior to dam failure. The dam is classified
as an unsafe, non-amergency structure.

b. Adeoacy of Information. Sufficient information is available
to complete a Phase I report.

c. Urgency. The recommendations suggested below should be
implemented imediataly. I

i 1



d. Necessity for Further Investigation. In order to accomplish
some of the racominedations/remedial measures outlined below, further
investigations will be required.

7.2 Recoamendations/Remedial Measures.

1. A detailed hydrologic and hydraulic analysis should be con-
ducted by a registered professional engineer knowledgeable in dam
design and analysis to increase the spillway capacity. The detailed
hydraulic analysis should include an analysis of the spillway
discharge channel. The spillway discharge channel should be well
defined, free of vegetation, and provided with sufficient erosion
control measures to prevent erosion of the embankment and downstream
too of the dam.

2. The facilities located on the crest of the dam to supply
water to the coal cleaning plant, located downstream of the dam,
should be abandoned. If the practice of drawing water from the reser-
voir is continued, facilities should be provided in a location where
potential breaks in the line do not allow erosion of the earthen
embankment of the dam.

3. Surface runoff from the left abutment should be diverted away
from the toe of the dam. Once the runoff is diverted, the area should
be monitored. If the wet condition continues in the area, the con-
dition should be evaluated by a registered professional engineer.

4. No drainline exists for the reservoir. Some means should be

developed by the owner to drain the reservoir.

5. The top of dam should be filled to an elevation consistent
with the entire crest.

6. The brush and small trees, located on the downstream slope of
the dam, should be removed in a controlled manner, under the direction
of a registered professional engineer knowledgeable in dam design and
analysis.

7. A warning system should be developed to warn downstream resi-
dents of imminent failure of the dam.

8. A regularly scheduled operations and maintenance program
should be planned and implemented at the dam.

9. A safety inspection program should be implemented with

inspections at regular intervals by qualified personnel.

14
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I PATSY'S LAKE DAM
PA 565

Sheet I

Front

1. Upper left - View of crest of dam. View towards left
abutment.

2. Upper right - View of crest and upstream slope of dam.
View towards the right abutment.

3. Lower left - View of spillway approach. Note spillway
pipes.

4. Lower right - View of downstream slope near the right
abutment contact.* View towards the right
abutment.

Sheeti I

Back

6. Upper right - View of discharge channel. Note dense

vegetation in channel.
7. Lower left - View of erosion area near crest on

downstream slope of dam. Note plastic

pipe on crest and hose utilized to supply
water to downstream cleaning plant.
across township road.
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APPENDI:X D

HYDROLOGY AND HYDRAULICS

Methodology. The dam overtopping and breach analyses were
accomplished using the systemized computer program HEC-I (Dam Safety
Investigation), September, 1978, prepared by the Hydrologic
Engineering Center, U.S. Army Corps of Engineers, Davis, California.
A brief descriptýzpn of the methodology used in the analysis is pre-sented below*

1. Precipitation. The Probable Maximum Precipitation (PMP) is
derived and determined from regional charts prepared from past rain-
fall records including "Hydrometeorological Report No. 33" prepared by
the U.S. Weather Bureau.

The index rainfall may be reduced from 10% to 20% depending on
watershed size by utilization of what is termed the HOP Brook adjust-
ment factor. Distribution of the total rainfall is made by the com-
puter program using distribution methods developed by the Corps.

2. Inflow Hydrograph. The hydrologic anmlyois used in develop-
sent of the overtopping potential is based on applying a bypothetical
storm to a unit hydrograph to obtain the inflow hydrograph for reser-
voir routing.

The unit bydrograph is developed using the Snyder method. This method
requires calculation of several key parameters. The following list
gives these parameters their definition and how they were obtained forthese analysis.

Parameter Definition Where Obtained

Ct Coefficient representing From Corps of
variations of watershed Engineers*

L Length of main stream From U.S.G.S.
channel miles 7.5 minute

topgraphic

Lca Length on main stream From U.S.G.S.
to centroid of watershed 7.5 minute

topographic

Cp Peaking coefficient From Corps of
Engineers*

A Watershed size From U.S.G.S.
7.5 minute
topographic

*Developed by the Corps of Engineers on a regional basis for

P'ennsylvania.

SD-1
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3. Routing. Reservoir routing is accomplished by using Modified
rPlus outing techniques where the flood bydrograph is routed through

reservoir storage. Hydraulic capacities of the outlet works,
sepilways and the crest of the dam are used as outlet controls in the
routing.

The hydraulic capacity of the outlet works can eitler be calculated
and input, or sufficient dimensions input, and the program will calcu-
late an elevation discharge relationship.

Storage in the pool area is defined by an area - elevation rela-
tiouship from which the computer calculates storage. Surface areas
are either planimetered from available mapping or U.S.G.S. 7.5 minute
series topographic maps or taken from reasonably accurate design data.

4. Dam Overtoppini. Using given percentages of the PMF, the corn-
puter program will calculate the percentage of the PIF, which can be
controlled by the reservoir and spillway without the dam overtopping.

5. Dam Breach and Downstream Routing. The computer program is
equipped to determine the increase in downstream flooding due to
failure of the dan caused by overtoppings. This is accomplished by
routing both the pre-failure peak flow and the peak flow through the
breach (calculated by the computer with given input assumptions) at a
given point in time and determining the water depth in the downstream
channel. Channel cross-sections taken from U.S.G.S. 7.5 minute
topographic maps were used in the downstream flood wave routing. Pro
and post failure water depths are calculated at locations where cross-
sections are input.
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YDROLOGY AND HYDRAULICS ANALYSIS
i DATA BA6SE

SAME OF DAM: Patsy's Lake Dam

PROBABLE MAXIMUM PRECIPITATION (PMP) - 24.4 inches

STATION 1 2 3

Station Description Patsy's Lake

Drainage Area
(square miles) 0,22

Cumulative Drainage Area
(square miles) 0.22

Adjustment of PMF for
Drainage Area (Z)(M ) (Zone 7)

6 hours 102
12 hours 120
24 hours 130
48 hours 140
72 hours N/A

Snyder Hydrograph

SZo.-3.)29Cpt3) 0.5
Ct (3) 1.6

( les) (4) 0.6
Lcasl)i J 4) 02

tp - cz-•Lzca) 0.3 hrs. 0.85

Spillway Data
Crest Length (ft) N/A
Freeboard (ft) 2.6
Discharge Coefficient N/A
Exponent N/A

(O)uydrousteorological Report 33 (Figure 1), U.S. Weather Bureau
and U.S. Army Corps of Engineers, 1956.

h(2 )ydrological zone defined by Corps of Engineers, Baltimore
District, for determining Snyder's coefficients (Cp and Ct).

(3 )Snyder' s Coefficients.
( 4 )L=Length of longest water course from outlet co basin divide.

LeanLength of water course from outlet to point opposite the
centroid of drainage area.

DL--3 -

i A



CHECK LIST
HYDROLOGIC AND HYDRAULIC

ENGINEERING DATA

DRAINAGE AREA CHARACTERISTICS: 0.22 sq.mi.

ELEVATION TOP NORMAL POOL (STORAGE CArACITY): 1090.0 [92 ac-ft]

ELEVATION TOP FLOOD CONTROL POOL (STORAGE CAPACITY): 1092.6 [117 ae-ft]

ELEVATION MAXIMUM DESIGN POOL: Unknnwn

ELEVATION TOP DAM: 10Q2-6 rinw , nti,

SPnLLWAY CREST:

a. Elevation lAnqun [_,.,,ma.]
b. Typo xh's Ii. " d - .t.,Pi&G
c. Width No..t aplir.1 -. .
d. Length A p.m,..t-,I.. ,!n feet

e, Location Spillover aight b.u. ..t
f. Number and Type of Gates -

OUTLET WORKS:

Not applicable

b. Loc'stion - Not applicable
c. Entrance inverts .Nof appJlcaoie

d. Exit inverts Not app-lcaJ..e
e. Emergency drawdown facilities NoE applicable

HTDROMEOROLOGICAL GAUGES:

a. Type Nnna
b. Location .. ,.
c. Records

MAXIMi3 NON-DAMAGING DISCHARGE& Unknown

NOTE: Elevations referenced to M.S.L.
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General Geolozy

The Patsy's Lake Dam is located in the Pittsburgh Plateaus
Section of the Appalachian Plateau Province. The topography of this
section is composed of more or less elevated plateaus, broken by a few
ridges, where minor folds have affected the rocks, and is greatly
dissected by streams. The strata are deformed by several sub-parallel
secondary folds which are superimposed upon a broad, flat, canoe-
shaped trough of first magnitude in southwestern Pennsylvania and
adjacent regions. The axes of these folds trend northeast, plunging
gently southward. The Patsy's Lake Dam lies on the common limb of the
Lambert Syncline and-Fayette Anticline, both of whose axes strike about
N22°E. Therefore, the dam is underlain by rock which strikes about[ N22*E and dips gently to the northwest.

The bedrock underlying the dam and exposed in the nearby vicinity
consists of shale, limestone and occasionally coarse sandstone
belonging to the Monongahela Formation of Upper Pennsylvanian Age.
This formation extends from the Pittsburgh coal at its base to the
Waynesburg coal at the top, and ranges in thickness from 370-400 feet.
The Pittsburgh coal seam is about 275 feet beneath the surface in this
area. The seam averages between 8 and 11 feet thick and has been
mined out beneath the study area (1974).
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